_NOTES: 1, ANODE TO BE INSTALLED WITH EVERY SERVICE CONNECTION (STD. DETAIL
W-1)ON STEEL MAIN NOT UNDER CATHODIC PROTECTION (SEE ENGINEER).

2. LEAVE ENOUGH SLACK IN CABLE TO PREVENT DAMAGE DURING BACKFILL
OPERATIONS.

3. ANODE MAY BE INSTALLED HORIZONTALLY If LOCATED BELOW THE
SPRINGLINE OF THE PIPE.

#10 TW SOLID COPPER
CABLE

CABLE TO PIPE

CONNECTION, TYP.
(SEE STD. DETAIL
W-13)

5’-0" MAX - 3'-0” MIN.

PLACE BACKFILL TO

6" ABOVE ANODE FREE
OF LUMPS AND STONES
AND FLOOD WITH WATER.

STEEL WATER MAIN

32LB. PREPACKAGED
MAGNESIUM  ANODE

2’-0" MIN. TO TOP OF ANODE
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Lot MAGNESIUM ANODE INSTALLATION
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